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THE CONTEXT IN NORTH AMERICA

More than 450 Over 480K
Pulp and Paper energy control
Mills Vet LoelCen IhY procedures

Isolation activities
on average every
vear
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THE SITUATION
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Maintenance
moves the
machine’s power
supply within
the MCC
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Maintenance
modifies the
procedure they
used to reflect
the change
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THE CAUSE
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submits the

procedure to the
LOTO owner

LOTO owner
enacts the
change on the
procedure
provided
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a different equipment
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THE BREAKTHROUGH
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THE BREAKTHROUGH
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THE SOLUTION

List of machines

Machine information

_I—> Description

Procedure information
: Creator and date
| | Inspector and date
p— Titlc List of procedures

Isolation device information /
p———) [)cvice relationship to procedure and order
| Lockout position
Energy type and magnitude

Description part 2
D

List of Energy Isolation devices

Location

Description
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THE RESULT

] = Implementing CONV-002-1

IEI IO Step 3/9

Location

On the conveyor structure, near the conveyor
head

Implement

INFORM affecte
equipment/mac

Description ¢

Instruction

VERIFY that there is no VOLTAGE in the circuit
using an appropriate voltage detector.

Repair conveyo

CONV-002 - Box conv
Lubricating gears Location
CONV-002 - Bo

PB-CONV-0

Mechanism(s)

1 padlock

Person to co [ sL-151

VERIFY that the
circuit using an
detector.

CONV-002 - Box conv
Réparer la courroie

Bipin Puthiyave

Position

Work order (
2837363

[ sL-152

Controls
1 control attac

[Q sL-153

PERFORM a STA
the command b
should be detec
between devices

CONV-002 - Box conv

a Comments or correction (0) >
Réparation de la courroie

0 Step completed

Corrections
needed

«on VM-247

DM-PU-002 - Jam pa SUBMIT |
Ffggg

CON - CONFORMIT

Je mettre a energie zero
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Real-Time
Interventions

Closed
Interventions

Dashboards

e

CONFORM@ Interventions > Real-Time Interventions

THE RESULT

Real-Time Interventions

a ][]

Planned

[ & Sort: Desc. Progression

“

(AB) WO-17987
AB

Quarterly Maintenance
f C-17 - Conveyor
@ C-17-001 - Complete Lockout

Assigned personnel: Not Assigned

.-“’\\
@) WO-17806

Dismantling cartoner CA-3

f CA-3 - Cartoner

@ CA-3-001 - Complete Lockout

Assigned Personnel  Not Assigned
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Implementing Safety Controls

\
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@ WO-18853

Changing motor of Pump P-16

/A\ Deviations Requiring Approval

f P-16 - Pellet Burner Pump B-3

R
P-16-001 - Complete Lock out of
Pump P-16

+ 1 Safety Control

Assigned Personnel @

7N
(cc) Wo-17824
\\__,/

Troubleshooting Pump P-02

f P-02 - Cold Water Pump

Maintenance in Progress

.//—-\.
(AB) WO-17752
N/

Replace impeller of Pump P-21

f P-21 - Cold Water Pump

e P-21-001 - Complete Lockout

@ Started: 06-12-2022 at3:32 PM

\\
&/l WO-17794

Weekly Inspection of conveyor
CO-1

f CO-1 - Conveyor

e P-02-001 - Complete Lockout

@ Started: 06-12-2022 at1:54 PM

Back to Service

\

(Cé:;. WO-17824

system CT-7

f CT-7 - Steam System

CT-7-001 - System Complete

Lockout of CT-7

Assigned Personnel

Quarterly Maintenance of Steam

Closed Today

\

-None-
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THE FUTURE
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Implementing CONV-002-1
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Step 3/9

|_"_"_"_"—"_"_"_"_"m,'ém_mHxﬁ'éo._m?:;rﬁ{s&m_.&fﬁ """""""""""""""""""""" ]
& e Lt T T T T T T3¢ T T T T T .
J‘/ s 2 U oD b mh w5 m) s f Ul r Location
o i N . e mlg* mle* Wie- mie- T WL,‘ - W%* ng- - Mlg- g On the conveyor structure, near the conveyor
1 PR, 133/PYC SHD i 120015 MR "'i l g l i ;[ i l i . . -’V E l § l ; ;[ i S head
i ! ! ! ! 28 28 ! ! ! !

i P Instruction
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Building a more Sustainable Future.



	Slide 1
	Slide 2
	Slide 3
	Slide 4
	Slide 5
	Slide 6
	Slide 7
	Slide 8
	Slide 9
	Slide 10
	Slide 11
	Slide 12
	Slide 13
	Slide 14

